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GENERAL SUMMARY

This summary lists all areas where a mold like substance was discovered and a sample was collected. The samples are
collected automatically and discarded if the customer does not authorize the inspector to send to the lab in the next
48 hours. Payment for each sample must be made before samples can be sent to the laboratory. There is an additional
fee for any return trips back to the property.

Instructions:

1. Decide which surface samples are to be sent to the lab.
2. To authorize, decide which samples you want tested and call, fax or email your authorization by item number.
3. Make payment. The lab results will be delivered within 5 days.

Upon receipt of your lab results, review the information from the lab. Then decide if you need remedial action. If so,

Coles Inspection Services
Office: 828-326-9100
Adam's Cell: 828-244-2320
Mason's Cell: 704-408-8454

5561 Clearlake Dr.
Hickory, NC 28601

Customer

Address
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contact a mold remediation company.

I. EXTERIOR SURFACES

1.3 FOUNDATION WALLS SURFACE

POTENTIAL CONCERNS

Foundation vent(s) at right side (facing front) is at or near ground level. Adding mulch or landscape to this
area could result in water intrusion, if vent becomes lower than the ground. Should you decide to landscape,
or if water intrusion was to occur through vent, I would recommend a half-round window well be installed.

1.3 Item 1 (Picture)

1.6 OTHER

POTENTIAL CONCERNS

Vegetation at the exterior of the home are in contact with the exterior siding. Recommend trimming to
prevent excessive potential moisture build-up inside the home.

1.6 Item 1 (Picture) 1.6 Item 2 (Picture)

II. INTERIOR SURFACES

2.0 COLLECT AN AIR SAMPLE INSIDE HOME

(AUTHORIZED- SAMPLE SENT TO LAB)

An inside air sample wAn inside air sample was collectas collected and will be sed and will be sent tent to the laborato the laboratory for analyory for analysis.sis.

2.6 FURNACE FILTER, INNER PLENUM WALLS OF RETURN AND SUPPLY AS SEEN FROM FILTER ACCESS VIEW
ONLY

Coles Inspection Services
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POTENTIAL CONCERNS

(1) The inspection of the plenum thrThe inspection of the plenum through the filtough the filter access is limiter access is limited. It is noed. It is not possible tt possible to inspect the into inspect the interiorerior
ducting without a sducting without a scope. This inspection does nocope. This inspection does not include inspecting the intt include inspecting the interiors of ductweriors of ductwork.ork.

(2) Excessive moisture (or condensation) observed around the supply duct above the toilet in the primary
bath.

2.6 Item 1 (Picture)

This inspection was performed by visual inspection of readily accessible areas of the home. There was no
drilling, probing or scoping into wall cavities or hidden areas. No attempts were made to inspect areas hidden
from normal view. Areas in your home may have mold but was not seen or tested by this inspection. This
includes not being able to inspect carpet, padding or the floor underneath floor coverings. The air tests help to
reveal spore count and different possible allergens in the home. Compare the spore count inside the home to
the spore count outside. It is logical to desire a lower spore count inside the home than the count outside. If
the spore count is relatively equal to or more inside than outside would suggest concern, and you should
consider and contact a remediation company for further consultation and remedy. Please be advised that the
remediation company can cause more contamination if proper removal or remediation methods are not
adhered to during repairs.

Prepared Using HomeGauge http://www.HomeGauge.com : Licensed To Adam Cole
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This inspection for mold or fungi is performed for a fee to visually inspect for signs of a mold-like substance,
fungi or growth. It also includes an air test performed outside the home and inside the home and the lab fees

associated with the air tests are included. It does noIt does not include ant include any surfy surface tace tesests or ants or any lab fees for surfy lab fees for surface tace tesests.ts.
SurfSurface sample tace sample tesests performed (if ants performed (if any) is at yy) is at your rour requesequest and upon yt and upon your authorization will be sour authorization will be sent tent to theo the

laboratlaboratoryory. A fee is charg. A fee is charged per sample. All fees mused per sample. All fees must be paid prior tt be paid prior to so sending in anending in any samples. Sample ty samples. Sample teseststs
should be considershould be considered at each ared at each area that visible eea that visible evidence is prvidence is presesent.ent.

Whether this report reveals mold in the building or not, the customer, building owner or potential buyer
should consider:

1. Whether or no1. Whether or not tt to hao havve ane any sample ty sample tesests performed at ants performed at any ary area that wea that was noas notted in the red in the report: "Visibleeport: "Visible
EEvidence Prvidence Presesent".ent".

2. Whether or no2. Whether or not tt to hiro hire a qualified mold re a qualified mold remediation companemediation company or indusy or industrial htrial hyygienisgienist for further consultation,t for further consultation,
inspection or corrinspection or correctivective pre procedurocedures either noes either noww, befor, before the lab te the lab tesests rts results, or aftesults, or afterwerwarards.ds.

Comment Key or Definitions

The following definitions of comment descriptions represent this inspection report. All comments by the
inspector should be considered before purchasing this building. All costs associated with further inspection fees
and or remediation should be considered before you purchase the property.

No Visible Evidence (NVE) = The inspector did not visually see on the surface area any mold-like substance
or growth and the surface was visually acceptable and appeared normal.

Visible Evidence Present (VEP) = There was a mold-like substance or growth seen on the surface that
would suggest the presence of mold, fungi or microbial activity (past or present). This is not normal and a
laboratory test of this area by obtaining a sample should be considered by the building owner or

GENERAL INFO

Property Address Date of Inspection
9/18/2026

Report ID

Customer(s) Time of Inspection
09:00 AM

Real Estate Agent

INSPECTION DETAILS

Client Present:
Yes

Radon Test:
No

Rain in last 3 days:
No

Air test performed outside:
Yes

COMMENT KEY & DEFINITIONS
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prospective buyer. Or, the building owner or prospective buyer should consider further inspection or
consultation by a qualified remediation contractor or a qualified industrial hygienist.

Sample Collected for Laboratory Test (SAM) = Upon the discovery and indication of "Visible Evidence
Present" a surface test sample is collected automatically by the inspector but is held (for up to 48 hours)
until authorization is given to the inspector (along with payment for lab fees) by the customer, building
owner or prospective buyer. The surface test sample is collected automatically to save the customer cost
in a second trip charge to collect samples should the customer want them. The samples are sent to the lab
by express mail and the results are back within 5 days from receipt of payment from the customer to the
inspector.

Un-Authorized (UA) =Did not send sample to the laboratory- This means that the sample collected was
not sent to the laboratory to be analyzed and is in a 48 hour hold until the customer authorizes which
sample or samples to be tested and has paid in full. If the customer does not authorize any sample within
48 hours of the time the sample was taken, the samples will be destroyed and there will be no results and
samples will not be analyzed. Should the customer want to authorize samples to be tested, the customer
will need to print out the sample authorization form that is attached to this report and state which
samples are to be tested and sign the authorization. Payment must be made before samples are sent.
Authorization needs to occur with 48 hours of this report or an extra trip charge to take another sample
will be required.

Authorized (ATH) = This means that the customer has already paid for this sample to be tested and no
other payment or authorization is needed for the inspector to mail in the sample. The sample will
automatically be sent to lab by express mail and the results will be delivered to the customer within 72
hours.

Moisture Evidence Present (MEP) = This means that moisture signs are present. Moisture causes mold to
grow or appear. Moisture can exist without mold and if no visible signs of mold are present, then the issue
is to find the source of the moisture and stop it. Mold can form after the inspection on items that were
recently wet but conditions did not allow the inspector to see the mold at time of inspection. Any
comments in this report regarding moisture should be referred to a moisture intrusion specialist or
qualified person. Moisture left uncorrected can create mold or wood rot.

Potential Concern (PC) = This comment is used to describe any item, component or condition that may be
suspect to cause moisture intrusion or to allow moisture intrusion or potentially create a problem in the
future if not corrected. A qualified person should inspect further and correct as needed.

Taking the Guesswork out of Mold testing:
There are 2 main types of mold samples, air and surface. The air test is the most important test. This test must
be conducted outside the building and inside the building. The surface test is performed when Visible Evidence
is Present. The preferred surface test method is with a conditioned swab. The swabs are hermetically sealed in a
container until the time the sample is collected and then resealed.

Air Test: It can be typical to have mold spores in the air outside and inside. Mold spores can travel from outside
into the home through windows and doors. The level or concentration of the mold inside compared to outside
determines its significance. One air sample test accurately describes the amount of spores in the air at the time
of the test and can and does vary from moment to moment or day by day. The air test is usually performed once
per 1000 square feet indoors and once outdoors. A commonly asked question is why a test is needed outdoors?
The answer is that an outdoor test is the baseline, or the reference to compare to the spore count indoors.

Coles Inspection Services
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An excellent illustration is smoke: Let's say that we have a smoke count of 3 in the building. What does this
mean? Answer, who knows? Now, lets say we do an air test outside and the smoke count is 3 also. What does
this mean? That the windows must be open because the smoke inside the building is the same as the smoke
outside. Now, let's say the outside smoke count was 3 but the inside smoke count was 9? Then we better call the
fire department because the building must be on fire. Likewise, the air test outside gives you a way to gauge if
the air in the building has less or more mold than the air outside. If the mold count is higher inside than outside
then we definitely know that there is more mold in the air inside the home than there is in the air outside. This
would suggest for you to seek further consultation as to the cause and to determine the corrective procedures
needed by a qualified remediation company.

Surface test: A surface test is performed when there is Visible Evidence Present in order to identify the type
of mold on that surface. It does not identify the species but the type. There are more than 1 million different
species of mold. The swab test performed during this inspection will identify the family of species but not the
actual species. This test would require the laboratory to grow the sample which can be done but usually is not
necessary as long as the mold can be identified to a specific family or category.

Why do surface tests? Why not just do an air test? Because the mold in the air may be different than the mold
on the surface test. Comparing the two tests can reveal if the mold is in the same family or category.

So, if I see mold on a surface, why can't I just test that surface. Why do I need an air test? Another great
illustration is cheese: You open the refrigerator and there in a plastic bag is some cheese with mold on it. You
take a knife and cut out the mold. Is there a problem with that? If you did an air test inside the refrigerator and
there was an elevated count of cheese mold all over the other food items, then you have a problem that involves
more than the piece of cheese that had mold on it. Likewise if you have mold in your home, why can't you just
remove that one piece, either by cleaning or cutting away the drywall in that one area? The answer is maybe you
can, but without an air test, you don't know if the mold spores are everywhere or just on that piece of drywall.

Important: If yImportant: If you do haou do havve mold and it muse mold and it must be rt be remoemovved, thered, there cane can''t be enough said about finding a qualifiedt be enough said about finding a qualified
rremediation contractemediation contractor who will takor who will take ee extrxtreme careme care te to ro remoemovve the contaminate the contaminated mated materials withouterials without
contaminating the home during the rcontaminating the home during the remoemovval pral process. Manocess. Many times ry times remediation contractemediation contractors usors use large large ve vacuumsacuums
and fand fans tans to ro reduce the risk. Thereduce the risk. There should be an air te should be an air tesest performed aftt performed after rer remediation bemediation by a persy a person oon other than thether than the
rremediation contractemediation contractoror..

17
ITEMS INSPECTED

Total number in report.

5
SUMMARY COMMENTS

Total number in report.

4
PHOTOS

Total number in report.

RESULTS AT A GLANCE

I. EXTERIOR SURFACES

DESCRIPTION
1. Parts of the exterior or interior of the building are to be inspected visually for mold-like signs .

Coles Inspection Services
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1.0 COLLECT AN AIR SAMPLE OUTSIDE FOR BASELINE

(AUTHORIZED- SAMPLE SENT TO LAB)

An outside air sample wAn outside air sample was collectas collected and will be sed and will be sent tent to the laborato the laboratory for analyory for analysis.sis.

1.1 EAVES, SOFFIT AND OVERHANG SURFACES

NO VISIBLE EVIDENCE

1.2 SIDING SURFACES

NO VISIBLE EVIDENCE

1.3 FOUNDATION WALLS SURFACE

POTENTIAL CONCERNS

Foundation vent(s) at right side (facing front) is at or near ground level. Adding mulch or landscape to this
area could result in water intrusion, if vent becomes lower than the ground. Should you decide to landscape,
or if water intrusion was to occur through vent, I would recommend a half-round window well be installed.

1.3 Item 1 (Picture)

1.4 DECKS, PORCHES, PATIOS AND COVER/CEILING SURFACES

NO VISIBLE EVIDENCE

1.5 WINDOW SILLS AND TRIM

2. Substances thought to be mold, fungi or microbial organisms and are visually seen on surfaces of the
building is to be noted, including its location, and entered in this report with the indication that "Visible
Evidence is Present".

3. Each time this occurs and is noted in the report, the inspector will also state whether or not a sample
was taken. When a sample is taken from more than one area in the building, the inspector will associate
that sample with the item number or code/name and will label the sample.

4. Care to preserve the integrity of the sample from the time in which the sample is taken to delivery to
the laboratory will be administered.

Upon receipt of this report the building owner or potential buyer should now decide at the least:

1. Whether or no1. Whether or not tt to hao havve ane any sample ty sample tesests performed at ants performed at any ary area that wea that was noas notted in the red in the report "Visibleeport "Visible
EEvidence Prvidence Presesent".ent".

2. Whether or no2. Whether or not tt to hiro hire a qualified mold re a qualified mold remediation companemediation company or indusy or industrial htrial hyygienisgienist for further consultation,t for further consultation,
inspection or corrinspection or correctivective pre procedurocedures either befores either before the lab te the lab tesests rts results or aftesults or afterwerwarards.ds.

ITEMS: EXTERIOR SURFACES

Coles Inspection Services
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NO VISIBLE EVIDENCE

1.6 OTHER

POTENTIAL CONCERNS

Vegetation at the exterior of the home are in contact with the exterior siding. Recommend trimming to
prevent excessive potential moisture build-up inside the home.

1.6 Item 1 (Picture) 1.6 Item 2 (Picture)

1.7 CRAWLSPACES/FLOOR SYSTEM IN REGARDS TO MOISTURE OR VISIBLE MOLD-LIKE SUBSTANCES

NO VISIBLE EVIDENCE

This inspection was performed visually, and it was limited to visually accessible areas of the building at the
time of the inspection. Mold or mold-like substances can be blocked from view and not found during
inspection due to personal items or appliances and are out of view or not seen by the inspector. The inspectThe inspectoror
is limitis limited ted to visual access and this inspection is noo visual access and this inspection is not all inclusivt all inclusive.e.

If "Visible Evidence Present" is noted, the building owner or buyer should be aware that this identification is not
a determination of the amount or its significance. Whether visible or not visible but hidden, there is a
possibility that more mold or growth could exist in unseen areas. Perhaps only discovered after the inspection
when personal belongings are removed revealing mold, or during remodeling, or further investigative
inspections that may involve more sampling or dismantling and removal of building components.

Note: This is not a home inspection. This inspection will not contain the condition of any component even if the
component or components are deteriorated, non-operational, dangerous, damaged or defective. This
inspection is to attempt to visually identify a mold-like substance and to offer to send to the lab for testing.
The decision for removal or remediation is at the sole discretion of the buyer and is not part of this inspection.

Coles Inspection Services
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2.0 COLLECT AN AIR SAMPLE INSIDE HOME

(AUTHORIZED- SAMPLE SENT TO LAB)

An inside air sample wAn inside air sample was collectas collected and will be sed and will be sent tent to the laborato the laboratory for analyory for analysis.sis.

2.1 INSIDE SURFACES ON WALL AND BASE CABINETRY

NO VISIBLE EVIDENCE

2.2 BEHIND REFRIGERATOR (IF WALL CAN BE VIEWED WITHOUT MOVING REFRIGERATOR)

NO VISIBLE EVIDENCE

2.3 ACCESS PANELS ON TUB WALL (WHERE ACCESSIBLE OR AVAILABLE WITHOUT CAUSING DAMAGE TO
REMOVE)

NO VISIBLE EVIDENCE

2.4 WALLS INSIDE CLOSETS

NO VISIBLE EVIDENCE

2.5 WALLS AROUND WASHER AND DRYER AREA

NO VISIBLE EVIDENCE

2.6 FURNACE FILTER, INNER PLENUM WALLS OF RETURN AND SUPPLY AS SEEN FROM FILTER ACCESS
VIEW ONLY

POTENTIAL CONCERNS

(1) The inspection of the plenum thrThe inspection of the plenum through the filtough the filter access is limiter access is limited. It is noed. It is not possible tt possible to inspect the into inspect the interiorerior
ducting without a sducting without a scope. This inspection does nocope. This inspection does not include inspecting the intt include inspecting the interiors of ductweriors of ductwork.ork.

(2) Excessive moisture (or condensation) observed around the supply duct above the toilet in the primary
bath.

2.6 Item 1 (Picture)

II. INTERIOR SURFACES

ITEMS: INTERIOR SURFACES

Coles Inspection Services
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2.7 ATTIC AREA

NO VISIBLE EVIDENCE

This inspection was performed visually, and it was limited to visually accessible areas of the building at the
time of the inspection. Mold or mold-like substances can be blocked from view and not found during
inspection due to personal items or appliances and are out of view or not seen by the inspector. The inspectThe inspectoror
is limitis limited ted to visual access and this inspection is noo visual access and this inspection is not all inclusivt all inclusive.e.

If "Visible Evidence Present" is noted, the building owner or buyer should be aware that this identification is not
a determination of the amount or its significance. Whether visible or not visible but hidden, there is a
possibility that more mold or growth could exist in unseen areas. Perhaps only discovered after the inspection
when personal belongings are removed revealing mold, or during remodeling, or further investigative
inspections that may involve more sampling or dismantling and removal of building components.

Note: This is not a home inspection. This inspection will not contain the condition of any component even if the
component or components are deteriorated, non-operational, dangerous, damaged or defective. This
inspection is to attempt to visually identify a mold-like substance and to offer to send to the lab for testing.
The decision for removal or remediation is at the sole discretion of the buyer and is not part of this inspection.

Coles Inspection Services
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Coles Inspection Services
Office: 828-326-9100

Adam's Cell: 828-244-2320
Mason's Cell: 704-408-8454

5561 Clearlake Dr.
Hickory, NC 28601

Report Attachments
ATTENTION: This inspection report is incomplete without reading the information included herein at these links/

attachments. Note If you received a printed version of this page and did not receive a copy of the report through
the internet please contact your inspector for a printed copy of the attachments.

Air sampling results

Coles Inspection Services
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COLES ENVIRONMENTAL
5561 CLEAR LAKE DR
HICKORY, NC 28601

Certificate of Mold Analysis
Prepared for: COLES ENVIRONMENTAL
Phone Number: (828) 326-9100
Fax Number: (828) 326-9049
Project Name:
Test Location:

Report Number: 2030048
Received Date: September 21, 2026
Report Date: September 21, 2026

______________________________________________________
Diana Sauri, Laboratory Director or other approved signatory

For more information please contact PRO-LAB at (954) 384-4446 or email Customerservice@reliablelab.com

Page 1 of 5

Currently there are no Federal regulations for evaluating potential health effects of fungal contamination and remediation. This
information is subject to change as more information regarding fungal contaminants becomes available. For more information visit
http://www.epa.gov/mold or www.nyc.gov/html/doh/html/epi/mold.shtml. This document was designed to follow currently known
industry guidelines for the interpretation of microbial sampling, analysis, and remediation. Since interpretation of mold analysis reports
is a scientific work in progress, it may as such be changed at any time without notice. The client is solely responsible for the use or
interpretation. PRO-LAB/SSPTM Inc. makes no express or implied warranties as to health of a property from only the samples sent to
their laboratory for analysis. The Client is hereby notified that due to the subjective nature of fungal analysis and the mold growth
process, laboratory samples can and do change over time relative to the originally sampled material. PRO-LAB/SSPTM Inc. reserves
the right to properly dispose of all samples after the testing of such samples are sufficiently completed or after a 7 day period,
whichever is greater.

RE



Prepared for : COLES ENVIRONMENTAL Test Address : 

ANALYSIS METHOD 6110 Air Direct
Examination

6110 Air Direct
Examination

6110 Air Direct
Examination INTENTIONALLY BLANK

LOCATION EXTERIOR LIVING ROOM PRIMARY BEDROOM
COC / LINE # 2030048 - 1 2030048 - 2 2030048 - 3
SAMPLE TYPE PRO-15 PRO-15 PRO-15
VOLUME 150.00L 150.00L 150.00L
SERIAL NUMBER Q2992272 Q2983934 Q2992273
COLLECTION DATE Not provided Not provided Not provided
ANALYSIS DATE Sep 21, 2026 Sep 21, 2026 Sep 21, 2026
DETERMINATION CONTROL NOT ELEVATED NOT ELEVATED

IDENTIFICATION Raw
Count

Spores
per m³

Percent
of Total

Raw
Count

Spores
per m³

Percent
of Total

Raw
Count

Spores
per m³

Percent
of Total

Alternaria 1 27 5
Cladosporium 2 53 9 1 27 34
Nigrospora 1 27 5
Other Ascospores 13 350 60
Penicillium/Aspergillus 5 130 22 3 80 100 2 53 66

TOTAL SPORES 22 587 100 3 80 100 3 80 100
MINIMUM DETECTION
LIMIT* 1 27 1 27 1 27

BACKGROUND DEBRIS Moderate Light Light

OBSERVATIONS
& COMMENTS

Background debris qualitatively estimates the amount of particles that are not pollen or spores and directly affects the accuracy of the spore counts. The categories of Light, Moderate, Heavy and Too Heavy
for Accurate Count, are used to indicate the amount of deposited debris. Light (None to up to 25% obstruction); Medium (26% to up to 75% obstruction); Heavy (76% to up to 90% obstruction); Too Heavy
(Greater than 90% obstruction). Increasing amounts of debris will obscure small spores and can prevent spores from impacting onto the slide. The actual number of spores present in the sample is likely
higher than reported if the debris estimate is “Heavy” or “Too Heavy for Accurate Count”. All calculations are rounded to two significant figures and therefore, the total percentage of spore numbers may not
equal 100%. The effect of the results relate only to the items tested. The methods used in this analysis have been validated and is fit for the intended use. R “version” indicated after the lab ID# indicates a
sample with amended data. PRO-LAB/SSPTM Inc. does not perform any sample collection. The information is supplied by the customer and can affect the validity of results. The results apply to the sample
as received.
* Minimum Detection Limit. Based on the volume of air sampled, this is the lowest number of spores that can be detected and is an estimate of the lowest concentration of spores that can be read in the
sample. NA = Not Applicable.

Spores that were observed from the samples submitted are listed on this report. If a spore is not listed on this report it was not observed in the samples submitted.

Conclusions for Air Sampling
CONTROL is a baseline sample showing what the spore count and diversity is at the time of sampling. The control sample(s) is usually collected outside of the structure being tested and used to
determine if this sample(s) is similar in diversity and abundance to the inside sample(s).
ELEVATED means that the amount and/or diversity of spores, as compared to the control sample(s), and other samples in our database, are higher than expected. This can indicate that fungi have grown
because of a water leak or water intrusion. Fungi that are considered to be indicators of water damage include, but are not limited to: Chaetomium, Fusarium, Memnoniella, Stachybotrys, Scopulariopsis,
Ulocladium.
NOT ELEVATED means that the amount and/or the diversity of spores, as compared to the control sample and other samples in our database, are lower than expected and may indicate no problematic
fungal growth.
Conclusions for Physical Sampling
UNUSUAL means that the presence of growth was observed in the analyzed sample. An abundance of spores are present, and/or growth structures including hyphae and/or fruiting bodies are present
and associated with one or more of the types of mold/fungi identified in the analyzed sample.
NORMAL means that no presence of growth was observed in the analyzed sample. If spores are recorded they are normally what is in the air and have settled on the surface(s) tested.
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MOLD SPORE COMPARISON CHART
COC: 2030048

Living Room vs Exterior
Spores per cubic meter

 Living Room (Sample)   Exterior (Comparison)
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MOLD SPORE COMPARISON CHART
COC: 2030048

Primary Bedroom vs Exterior
Spores per cubic meter

 Primary Bedroom (Sample)   Exterior (Comparison)
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MOLD SPECIES INFORMATION
IDENTIFICATION OUTDOOR HABITAT INDOOR HABITAT ALLERGIC POTENTIAL COMMENTS

Alternaria One of the most commonly reported
airborne spores worldwide. Often
common in outdoor air. Usually not
observed in large nubmers in outdoor
air. Soil, dead or dying plants,
foodstuffs, textiles

Wallboard paper backing, wood, other
various cellulose-containing materials.
Commonly found in settled dust and
as normal settled spores on carpets,
drapes, textiles, etc.

Common allergen. Type I allergies
(hay fever and asthma); Type III

hypersensitivty pneumonitis. Common
cause of extrinsic asthma.

Alternaria is commonly found in
elevated numbers on water-intruded
building materials and in higher spore
numbers in the air with respect to the
outside when growth on wet building
materials occurs.

Cladosporium The most common spore type
reported in the air worldwide. Found
on dead and dying plant litter, and
soil.

Commonly found on wood and
wallboard. Commonly grows on
window sills, textiles and foods.

Type I (hay fever and asthma), Type
III (hypersensitivity pneumonitis)

allergies.

A very common and important
allergen source both outdoors and
indoors.

Nigrospora Commonly found everywhere. Grows
on decaying plant material

Does not normally grow on building
materials, but occasionally can be
found growing on wallboard.

Type I (hay fever and asthma)
allergies.

Very distinctive spore that is easy to
identify.

Ascospores Common everywhere. Constitutes a
large part of the airspora outside. Can
reach very high numbers in the air
outside during the spring and
summer. Can increase in numbers
during and after rainfalls.

Very few of this group grow inside.
The notable exception is
Chaetomium, Ascotricha and Peziza.

Little known for most of this group of
fungi. Dependent on the type (see

Chaetomium and Ascotricha).

Penicillium/Aspergillus Common everywhere. Normally found
in the air in small amounts in outdoor
air. Grows on nearly everything.

Wetted wallboard, wood, food,
leather, etc. Able to grow on many
substrates indoors.

Type I (hay fever and asthma)
allergies and Type III (hypersensitivity

pneumonitis) allergies.

This is a combination group of
Penicillium and Aspergillus and is
used when only the spores are seen.
The spores are so similar that they
cannot be reliably separated into their
respective genera.
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